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LZR™-FLATSCAN RS510-S

COMPACT LASER SCANNER
FOR PRESENCE DETECTION OF PLATFORM SCREEN DOORS

User’s Guide for product version 0100 and higher
See product label for serial number
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DESCRIPTION

1. EEEAHH (B3 GH) 5. USB #4lg

2. otd 6.  7HAE! (Visible beam)
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SAFETY TIPS

O] MMz M|t Al 7155t 2f|0|2] CHO|R £ 2ot UEL T
IR laser : 905nm wavelength
Max output pulse power 25w (IEC 60825-10] 2|5t Class 1)
2f|0|* CIO|2 & : 650nm wavelength
Max output CW Power 3mW
(IEC 60825-10f 2|5t Class 3R)

CLASS 1 LASERPRODUCT
CAUTION! CLASS 3RLASER
RADIATION ACCESSIBLE
DURING INSTALLATION,
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* Qutput status when sensor is operational. ( Factory default connection )
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Visible spot

2| (m) b (mm) a (mm)
12.5 1.5
25 3
375 4.5
50 6
62.5 7.5
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DETECTION . S
NO = normally open
NC = normally closed
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setting the field 1 throug each-in.

11 + max.30s ®

setting the field 2 through Teach-in.

11 () max.30s D

setting the background through Teach-in.

j}

setting the field 1&2 through Teach-in.

e
-

TEACH-IN H *

-
-3
+

:

ol

max.30s D

}

=20 O L,

Q Teach-in A& SO, 2|0|K AFHHE T8 Bt QIARILICE B0 9I2[5t2 Us 1Y SAl=
\ LA| T A2l LT,

L EEYC * e + 3s iﬁ 35 + 0 IS

[=1= -

er+ o

AAYY 2YS At LE Y 27|35}

2 ¢y

OII

ez Ty

@
| FLATSCAN RS510-S= LEDBAHAIS S35f 23t SH|2 S01gt 4 lAL|CH

EN o o s 2 oo
= — = O d

O EHLEDIIASHSZ AZUAC| B2 =4 Jled gol Ee

~~N  EMLEDZf O 3z0ICk AAM LE of|2{ =2 QIS ZA] HAS BUCHH A A2

2 1,2,38 2l

33| 2|4l 20| 22 27t
A|SECHH, LED7t 9 290l n
2447t Y

ON
0%
o

Hr=E[H, A=A 29

/N ZMLEDVLOF3ZOMCH  QIE|ORASIOH U Of Ao Ha
SRV TR

AMIEZABER U= BiIZo 2417t A=A &

N\ A EDZf O 3Z0tCt Teach-in 2 0f2{ & Teach-in Z{A| 2t



©BEA | Original instructions | 69.1202/ V4-2019.05

A HALMA COMPANY

5&$)/*$"- 41&$*'*$"5%0/4

5FDIOPMPHZ LASER scanner, time-of-flight measurement

%FUFDUJPO NPEF Presence

.BY EFUFDUJPO SBOHF Max5.6*5.6 m (4m@5% reflectivity)

OQFOJOH BOHMF 90°

"OHVMBS SFTPMVUJPO 0.23°(400 spots within 90° )

5FTUCPEZ 700 mm x 300 mm x 200 mm (for your reference)

&NJTTJIJPO DIBSBDUFSJTWaBéngth 905 nm; Max. output pulse power 25 W (CLASS 1)
Wavelength 650 nm; Max. output CW power 3 mW (CLASS 3R) Visible spot

4VQQMZ WPMUBHF 12-24V DC £ 15%

1PXFS DPOTVNQUJPO < 2.3 W, peak current: 1A

BFTQPOTF UJNF Max. 50 ms (+ output activation delay)

ovuQvu 1 opto (galvanic isolation - polarity free)
Max. switching voltage: 42V AC/DC
Max. switching current: 100 mA
1 Relay (free of potential contact)
Max contact voltage: 42VAC/DC
Max contact current: 1A(resistive)
Max switching power: 30W(DC)/60VA(AC)

-&% TIJHOBMT 1 tri-colored LED: detection/output status
%JIJNFOTJPGOT 124 mm (L) x 90 mm (H) x 50 mm (D) ( without bracket )
$PMPVS Black

5JMU BOHMFT +3° (\with bracket )

1SPUFDUJPO EFHSFF IP66 (EN 60529)

5FNQFSBUVSF SBOHF -30°C to +60°C if powered

JVNJEJUZ 0-95 % non-condensing
7JCSBUJPOT <2G

$BCMF MFOHUI 5m

/IPSN DPOGPSNJUZ I[EC 60825-1; EN 60950-1; EN 61000-6-2;

THIS USER'S GUIDE IS AN INFORMATIVE DOCUMENT AND CAN NOT BE SEEN AS A COMMITMENT OF RESULT.

EN 61000-6-3; EN 60529:2001; KRS SG0068-15(R)

4AQFDIJmDBUJPOT BSF TVCKFDU UP DIBOHF
"MM WBMVFT BSF NFBTVSFE JO TQF

SAFETY INSTRUCTIONS
A The manufacturer of system is responsible for carrying out a risk assessment and installing the sensor and the system in compliance
with applicable national and international regulations and standards.
Only trained and qualified personnel may install and setup the sensor.
The warranty is void if unauthorized repairs are made or attempted by unauthorized personnel.
Avoid touching any electronic and optical components.

SENSORium / 27| = steA| §83& 22 150 ITECO 651 AMe2lE - KOREA
5+82(0) 317955077/ '+82 (0) 31 790 1034 / &info@sensorium.co.kr

BEA hereby declares that the LZR® - FLATSCAN RS510-S is in conformity with the basic requirements and the
other relevant provisions of the directives 2014/30/EU, 2014/35/EU and 2011/65/EU. n,,a

For EU countries: This product should be disposed of separately from unsorted municipal waste.
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